

1000 kVA


Sec.: 480V Y





BY OTHERS





400A





4” PVC CONDUIT


3 – 1/C 500 KCMIL


1 – 1/C No. 2/0 GND





400A





200A





3” PVC CONDUIT


3 – 1/C 4/0 


1 – 1/C No. 1/0 GND





3 - SERVICE


DISCONNECTS





DISTRIBUTION


PANELBOARD


400A MAIN


10 3-P 60A BRANCH BKRS





4” PVC CONDUIT


3 – 1/C 500 KCMIL


1 – 1/C No. 2/0 GND


1 – 1/C No. 2/0 NEUT.





DISTRIBUTION


PANELBOARD


400A MAIN


10 3-P 60A BRANCH BKRS





DISTRIBUTION


PANELBOARD


200A MAIN


10 3-P 30A BRANCH BKRS





3” PVC CONDUIT


3 – 1/C 4/0 


1 – 1/C No. 1/0 GND


1 – 1/C No. 1/0 NEUT.





NOTES:


EACH  SERVICE DISCONNECT  NEUTRAL TO BE BONDED TO GROUND BUS. 


GROUND BUS TO BE CONNECTED TO GROUND ROD WITH A 2/0 GROUNDING ELECTRODE CONDUCTOR.


LOADS ON 400A PANELBOARDS TO CONSIST OF 40 KVA WELDING MACHINES. LOADS ON 200A PANELBOARD TO CONSIST OF LIGHTING.
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